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[FCPS] |AUDIO/VISUAL POWER SUPPLY WALL BY P.EI 3 NOTIFIER FCPS—24S8
= | FIRE ALARM STROBE 80" 70 BOTTOM 1900 44 NOTIFIER SR
K] FIRE ALARM COMB. HORN/STROBE 80" T0 BOTTOM 1900 59 NOTIFIER P2R
@ PHOTO ELECTRIC AREA SMOKE DETECTOR CEILING 8b 17 NOTIFIER FSP-851
é) UNVERSAL DUCT DETECTOR HOUSING DUCT 12 NOTIFIER DNR
o e ——— COMMONS BUILDING "B" FIRE ALARM PLAN
(RO | REDTE TEST STATION SERIKEDLE 1900 BOX/1G PR - NOTIFIER RTS-151
|E FIRE ALARM MANUAL PULLSTATION WALL SURFACE MOUNT BACKBOX | 21 NOTIFIER NBG—12LX =
B | FRE AR ADDRESSABLE MONTOR MODULE SERYERBLE 1900 BOX 8 NOTIFIER FMM—100 " "
FIRE ALARM ADDRESSABLE RELAY MODULE SERIKERDLE 1900 BOX 5 NOTIFIER FRM-100 SCALE 1/ 8 —1 0 :-, ,- - | ,
FRE AN ADDRESSBLE CONTROL WODULE | SR 1900 BOX — | NOTFER FCN—100 60 9 12" 1518 21’ 56
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WIRE TAG DESCRIPTION MANUFACTURE PART NUMBER
A | 2COND. 18AWG COLEMAN 98820 DRAWING NO:
FOR Sic CONDUIT FILL CHART
Bf | 2COND. 16AWG. COLEMAN 98620
FOR STROBE CIRCUIT (# INDICATES CIRCUIT NUMBER& — PART # WIRE GAUGE| 0.D. OF WIRE| SIZE OF CONDUIT
BI. B2, B5. BB & BY REQUIRE T4AWG. WIRE FOR BUILDING "B&C 5 1 125115 |7 DRAWN BY:
C# | 2COND. 16AWG. COLEMAN 98620 98420 14/2 .194in 6 [11[19[25([42 :
FOR SYNC CIRCUIT (# INDICATES CIRCUIT NUMBER) 98620 16/2 158in 8 14 124 133 | 55
T# ACOND. 18AWG COLEMAN 98804 98820 18/2 .132in 12119 (33146 (75 CHECKED BY:
FOR REMOTE TEST STATION CIRCUIT (# INDICATES CIRCUIT NUMBER)
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